Abstract -The objective of the study is to analyse and evaluate the indoor environment of the apartment buildings before and after their refurbishment. Thermal comfort and indoor air quality were taken into consideration based on both objective and subjective evaluation. Thermal indoor environment was evaluated in six blocks of dwelling buildings situated in Slovakia. Evaluation of the thermal indoor environment was based on the recording of the indoor temperature and the relative humidity before and after refurbishment. The subjective evaluation was based on a questionnaire survey, which includes data such as the thermal perception, inhabitant's behaviour and personal background of 244 respondents living in the buildings before refurbishment and 236 respondents living in the buildings after refurbishment.
I. INTRODUCTION
Buildings are responsible for a substantial portion of global energy consumption. Most of the multifamily residential buildings in Slovakia built in the 20th century do not satisfy the current requirements for energy efficiency. Nationwide remedial measures are taken to improve the energy efficiency of these buildings and reduce their energy consumption. However, since the impact of these measures on the indoor air quality is rarely considered, they often compromise indoor air quality due to the decreased ventilation and infiltration rate. Poor indoor air quality in dwellings may have adverse effect on the health and comfort of the occupants. The objective of this study was to evaluate the impact of energy renovation on the indoor environmental quality of multifamily apartment buildings .
The Slovak housing stock is young compared to the housing stock in other European countries, but it is characterised by poor quality of construction and inadequate maintenance. The situation in the housing sector in Slovakia has been changing seriously during the past 15 years. The new housing production has decreased considerably compared to the one before 1990. The highest number of buildings was built in 1970's, when mainly pre-fabricated and pre-stressed concrete buildings were used. Nowadays, they do not comply with the current requirements on thermal protection and energy efficiency of buildings in Slovakia (Pustayová, 2013) .
II. THERMAL COMFORT EVALUATION
The objective of the study is to assess indoor environment in panel buildings before and after their refurbishment and to study occupants' behaviour and their habits. Initial investigation showed that dwelling houses were constructed by using a single technology throughout several decades. In our study, six types of building structural systems were chosen, which are mostly situated in Bratislava, Slovakia (Fig.  1) . Building refurbishment included three energy efficiency strategies: thermal insulation of facade and roof, replacement of windows in common premises, balancing of the hydraulic heating system, (Pustayová, 2013) . For the purpose of subjective evaluation, two types of questionnaires were created (questionnaires used before and after refurbishment). The questionnaire revealed the thermal indoor environmental condition based on inhabitants' personal perception. Each questionnaire was divided into four main parts:
 Basic information about inhabitants;  Building constructions;  Thermal comfort (general thermal comfort and local thermal discomfort);  Ventilation habits (Pustayová, 2013) . The evaluation of thermal environment was performed using PMV and PPD indices. The PMV index predicts the mean value of the thermal votes of a large group of people exposed to the same environment on the 7-point thermal sensation scale. The PMV depends on the following six parameters: the occupants' physical activity (metabolic rate); the thermal resistance of their clothing; air temperature; mean radiant temperature; air velocity; partial water vapor pressure (ISO EN 7730). The PPD index establishes a quantitative prediction of the number of thermally dissatisfied people. The PPD predicts the percentage of a large group of people likely to feel too warm or cool, i.e. voting hot (+3), warm (+2), cool (−2) or cold (−3) on the 7-point thermal sensation scale (CEN CR 1752).
The subjective evaluation of the indoor environment was carried out in the middle of the heating season in January of 2012. Inhabitants' responses regarding thermal comfort were analyzed in the buildings using the following parameters: thermal sensation (TS) and thermal acceptability (TA). In the non-refurbished buildings, the TS value was 0.78 and median value was 1 (slightly warm). In the renovated ones, the TS value was 1.36 and median value was 2 (warm). The median value of thermal acceptability before refurbishment was 0.3 while after refurbishment it increased to 0.59, which is closer to 1 (clearly acceptable thermal environment). In Fig. 3a , the answers were marked on the 7-point thermal sensation scale by the inhabitants of original and renovated buildings. Fig. 3b shows the results of acceptability of thermal environment evaluated also by occupants of both types of buildings. In both cases, the respondents' neutral preferences are stronger on a cool side rather than on a warm side. In the prerenovated buildings, the respondents' neutral preference is more significant than respondents' preference in buildings after renovation (Fig. 4) . Overall, the preferred sensations in the buildings after renovation were in the positive scale of thermal sensation. The majority of the respondents, which voted in the positive range, preferred no changes.
This case study confirmed that inhabitants living in the buildings before renovation prefer higher temperature than the ones living in the renovated buildings. The study showed that the majority of inhabitants used to wear medium clothing, which means 0.6 clo, although typical clothing for winter season is around 1.0 clo, according standard EN 15251. The inhabitants preferred lighter clothing during the heating season. This could explain why occupants in general prefer warmer indoor environment. The clothing adjustment plays an important role in the building energy consumption.
III. INDOOR AIR QUALITY EVALUATION
The investigation of indoor air quality was carried out in three pairs of dwellings located in southwest part of Slovakia. One of the buildings in each pair of dwellings has been renovated (thermally insulated façade, replacement of old windows with new energy efficiency windows, hydraulic balancing of the heating system) and the other was in its original state .
Experimental measurements were performed during the heating season in 2013/2014. Temperature, relative humidity and the concentration of CO2 were measured in bedrooms of the apartments using a HOBO U12-012 data logger (Onset Computer Corp.,USA) and CARBOCAP CO2 monitors (GMW22, Vaisala, Finland). The data were recorded at 5 minutes intervals for one week in each building . The locations of the instruments were selected with respect to the limitations of the carbon dioxide method (Persily, 1997) .
Subjective evaluation of perceived air quality was conducted in parallel with experimental measurements of CO2 concentration, indoor air temperature and humidity. The questionnaires contained questions about basic information on the occupants, building characteristics, occupants' behavior and habits, occupants' perception of indoor air quality. The occupants of the renovated buildings were also asked questions about altered ventilation habits after renovation .
The winter measurements showed higher average CO2 concentration in the renovated residential buildings. In 80% of apartments located in the energy retrofitted dwellings, the average CO2 concentration was higher than 1000 ppm, while this was the case in 71% of the apartments in the original buildings. The results of air change rate calculations show significant differences between the original and retrofitted buildings (Table 1) , . Fig. 5a summarizes the occupants' answers to the question "How unpleasant do you think the indoor air quality is in your bedroom during night/in the morning?". The possible answers were from 1 -perceived air quality was not a problem, to 6 -poor indoor air quality. While the residents in the nonrenovated building did not indicate severe problems with perceived air quality, a greater fraction of the occupants were dissatisfied with it in the renovated buildings.
Energy renovation of apartment buildings may directly lead to lower ventilation rates and higher concentrations of indoor pollutants (Noris et al, 2013) . This is especially the case when the occupants do not alter their ventilation habits after renovation of the building. In the present study, only 22% of the occupants indicated that they ventilate more often than before renovation (Fig. 5b), (Földváry et al., 2014) . As the results of CO2 concentration and perceived air quality analysis show, renovation of apartment buildings in Slovakia may reduce the quality of indoor air in the apartments. The average concentration of CO2 is visibly higher in the renovated buildings and it does not fulfil the criteria of 1000 ppm. Subjective evaluation of indoor air quality showed that only 22% of the occupants indicated that they ventilate more often than before renovation, which is still not enough to improve the indoor air quality to the level as it was before reconstruction. The final conclusion is that energy retrofitting of apartment buildings in Slovakia may directly lead to lower ventilation rates, higher concentrations of indoor pollutants, especially in the winter season. The current study examines whether large-scale renovations of apartment buildings in Slovakia result in reduced quality of the indoor environment in a substantial fraction of the apartments.
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